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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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VAMC - WADE PARK

Revisions: Date

FULLY SPRINKLERED

BID ISSUE 4/29/2016 4/29/2016

541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FIRST FLOOR PLUMBING

PLAN - ACC BUILDING NORTH

1-ACCN
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIRST FLOOR PLUMBING PLAN - ACC
NORTH

1N

 1" = 100'-0"

KEY PLAN - ACC 1 NORTH

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

EXTEND NEW 3/4" DOMESTIC HOT WATER RETURN PIPING TO LOCATION SHOWN AND CONNECT TO DOMESTIC
HOT WATER PIPING.
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SPECIAL OCCUPANCY FLOAT WORK AREA NOTE

ALL WORK SHOWN ON THIS SHEET SHALL BE CONSIDERED FLOAT WORK FOR SCHEDULING PURPOSES. HOWEVER THIS
AREA WILL BE OCCUPIED THROUGHOUT CONSTRUCTION. THE AVAILABILITY OF WORK WILL BE ON A ROOM BY ROOM BASIS
AND WILL BE AT THE DISCRETION OF THE DEPARTMENT HEAD AND COR. CONTRACTOR MUST COORDINATE WORK IN A
ROOM BY ROOM BASIS.
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BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T
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VAMC - WADE PARK

Revisions: Date

FULLY SPRINKLERED

BID ISSUE 4/29/2016 4/29/2016

541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FIRST FLOOR PLUMBING

PLAN - ACC BUILDING SOUTH

1-ACCS
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIRST FLOOR PLUMBING PLAN - ACC
SOUTH

1N

 1" = 100'-0"

KEY PLAN - ACC 1 SOUTH

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.
BALANCE VALVE ASSEMBLY TO 0.5 GPM.

EXTEND NEW 3/4" DOMESTIC HOT WATER RETURN PIPING TO LOCATION SHOWN AND CONNECT TO DOMESTIC HOT
WATER PIPING.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.
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TP

X-1/2"CW DOWN
FROM 2ND FLOOR

TPV

X-1/2"CW DOWN TO BASEMENT

X-1-1/2"CW DOWN TO BASEMENT

X-3/4"CW,
X-3/4"HW

DOWN TO
BASEMENT

TPVX-1/2"CW
DOWN TO

BASEMENT

X-3/4"CW,
X-3/4"HW DN

TO FILTER FOR
ICE MAKER

DISHWASHER

FOR ICEMAKER

TPV

TPV

TP

TPV

TP X-1/2"CW UP

X-1/2"CW, X-1/2"HW,
X-1/2"HWR DN TO

BASEMENT

X-3/4"CW,
X-3/4"HW DN

X-3/4"CW,
X-3/4"HW DN

X-1-1/2"CW,
X-3/4"HW DN

X-1-1/2"CW,
X-1/2"CW,
X-3/4"HW DN

X-3/4"CW,
X-3/4"HW DN

X-3/4"CW,
X-3/4"HW DN

X-3/4"CW,
X-3/4"HW DN

X-3/4"CW,
X-3/4"HW DN

X-1/2"CW,
X-1/2"HW DN

X-3"CW,
X-2-1/2"HW,

X-1-1/2"HWR
UP/DN

X-1/2"CW UP FROM
BASEMENT FOR
COFFEE MAKER

X-1/2"CW UP FROM
BASEMENT FOR

COFFEE MACHINE

Corridor

1FC02

Arm, Hip & Leg Whirlpools

1F150A

Patient Toilet

1F152

Physical Therapy 10-WS

1F150Q

P-110

P-609

P-418

P-418

P-110

P-413

P-101

P-701

P-808

P-528

P-501

P-528

P-528

P-528

P-501

P-110

P-418

P-528

P-418

P-609

P-808

P-528

P-528 P-528

P-418

P-110

X - 1/2"ø CW
X - 1/2"ø HW
X - 1/2"ø HWR

X - 1/2"ø CW
X - 1/2"ø HW

X - 1/2"ø CW
X - 1/2"ø HW

X - 3"ø
X - 2 1/2"ø
X - 1 1/2"ø

Stair S1

1FS1

Bros./Vist. Storage

1F100

Driver Training Storage

1F101

Driver Training

1F102

Cats. Keyboard Training

1F103

Bros. Office

1F104

Vist. Office

1F105

Cats. Classroom

1F106

Office Cats. Spec.

1F107

Office Cats. Spec.

1F108

Escort Volunteers

1FC01A

Nutrition & Food Service

1F201

Toilet

1F201A

Elec. Closet

1FLVC2

Telecom/ IRM

1FLVC1

Treatment Tables

1F150U

Clean Linen

1F155

Easy Street

1F150F

Closet

1F150M

Occupational Therapy

1F150N

ADL Bathroom

1F150G

ADL Laundry

1F150H

ADL Kitchen

1F150J

O.T. Orthotic & Splinting

1F150K

Patient Ed.

1F150L

Occupational Therapy Psych.

1F150P

Greenware Closet

1F150R

Employee Lockers/ Lounge

1F158
Staff Toilet

1F159

PM & RS Conference Group Room

1F160

Trash Collect

1F161

Housekeeping Aids Closet

1F162

EMS

1F156

Patient Toilet

1F157

Elec. Closet

1FELC1

EMS

1F200

KT/PT/Cardio Storage

1F153

O.T. Storage

1F154

Corridor

1FC02B

Corridor

1FC01C

Corridor

1FC01

Soiled Linen Holding

1F190

Serv. Elev. Lobby

1FC01B

Mechanical

1F191

Corridor

1FC01D

Electrical

1F192B

Electrical

1F192A

Corridor

1FC02C

Mechanical Shaft

1FMS2

Mechanical Shaft

1FMS1

1

3/4"ø HWR

2

K1

J1
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Y2W2U2S2P2
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S11P11
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SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FIRST FLOOR PLUMBING

PLAN - CARES TOWER NORTH

1-CTN
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIRST FLOOR PLUMBING PLAN - CARES
TOWER NORTH

1N

 1" = 100'-0"

KEY PLAN - CARES TOWER 1 NORTH

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.

CODED NOTES

2



B B F B B FB B F B B F

BB
F

FF

BB
F

FF

BB
F

FF

BB
F

FF

BB
F

FF

BB
F

FF

B B FB B FB B F

BB
F

BBFFF

FF

BBF
BBF

BBF

BB
F

FF
BBF

BBF
BBF

BBF

BB
F

BB
F

BBF
BBF

FF

FF
BB
F

FF
BB
F

FF
BB
F

FF
BB
F

BB
F

FF
BB
FFF

BB
F

FF

BB
F

FF

BB
F

B B F

BB
F

BBF

BB
F

BB
F

B B F

FF

BB
F

FF

BB
F

FF

BB
F

T S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^C T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^C
T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^CTS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T S ^B U T̂ 2 ^K D̂ H N^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^C

ZODY-20

ZODY-20

ZODY-20

ZODY-20

Z
ODY-20Z

OD
Y-20

Z
ODY

-20

Z
ODY-20

ZODY-20 ZODY-20

ZODY-20

ZODY-20

ZODY-20

ZODY-20

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

S
ZT-20- 401M

A1

S
ZT-

20-40
1M

A1
S

ZT-20
-40

1M
A1

S
ZT-20-401MA1

SZT-20-401MA1 SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

43

TP

TP

X-1/2"CW, X-1/2"HW
DOWN TO BASEMENT

TP
X-1/2"CW UP

X-1-1/4"CW DN

X-1/2"HW DN

TPV

X-3/4"CW,
X-3/4"HW DN

X-1-1/4"CW DN

X-1/2"HW DN

X-1/2"CW UP X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW,
X-1/2"HW UP

X-1/2"CW DN

X-1/2"CW UP

X-1-1/2"CW,
X-1/2"HW DN

X - 1/2"ø CW
X - 1/2"ø HW

X - 3/4"ø CW
X - 3/4"ø HW

X - 1/2"ø CW

X - 1/2"ø CW

X - 1/2"ø CW

P-528

P-528

P-528

P-528

PM&RS Service Chief

1F138

Program Support Assistant

1F139

Coordinator Therapy Supervisor Office

1F140

Poly Trauma Medical Director

1F141

PM&RS Rehab Clinic Exam 3

1F142

PM&RS Rehab Clinic Exam 2

1F143

PM&RS Rehab Clinic Exam 1

1F144 Toilet

1F145

Resident Office

1F130

Office

1F131

Emg. Exam 1

1F132

Emg. Exam 2

1F133
Physician Office

1F134

Physician Office

1F135

Emg. Exam 3

1F136

Storage

1F137

Stair S2

1FS2

Stair S3

1FS3

Corridor

1FC05B

Corridor

1FC05

Speech Pathology Storage

1FC6

Elect. Closet

1FELC2

Office of Speech Pathology Treatment
Room 8

1F119

Office Cats. Spec.

1F109

Office Cats. Spec.

1F110

Off. Speech Pathology

1F111

Off. Speech Pathology

1F112

Speech Path. Eqpmt.

1F113

Speech Path. Aug. Comm. Room

1F114

Office of Speech Pathology Treatment
Room 5

1F115

Office of Speech Pathology Treatment
Room 6

1F116

Observation Area

1F117

Office of Speech Pathology Treatment
Room 7

1F118

Office Reception

1FC04A

Corridor

1FC04B

Corridor

1FC04C

Patient Waiting

1FC04D

Family Waiting

1FC04E

Corridor

1FC04F

Reg. 1

1FC04G

Reg. 2

1FC04H

Staff Work Area

1F204

Patient Toilet

1F205

Public Elevator Lobby

1FC04

Vending

1FC02A

Vestibule

1FC03

Cats. Assessments

1F202

PM&RS Polytrauma Program Support
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SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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IMPROVE WATER
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LEGIONELLA

DAD

PARTIAL FIRST FLOOR PLUMBING

PLAN - CARES TOWER SOUTH

1-CTS
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIRST FLOOR PLUMBING PLAN - CARES
TOWER SOUTH

1N

 1" = 100'-0"

KEY PLAN - CARES TOWER 1 SOUTH

1 NEW 3/4" HOT WATER RETURN DOWN IN WALL AND THRU FLOOR TO BASEMENT CEILING. FIRESTOP FLOOR
PENETRATION. CUT AND REPAIR WALL. PAINT WALL TO MATCH EXISTING FINISHES.
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Electric Equipment Room
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Toilet Room

112A

Storage

04

Toilet Room

03

C

1

FLOAT WORK NOTE

CONTRACTOR MAY WORK IN FLOAT AREAS AFTER ALL FIRST AND SECOND SHIFT WORK HAS BEEN COMPLETED OR
THERE IS A SCHEDULING CONFLICT DURING FIRST OR SECOND SHIFT WORK. IN THE CASE OF A SCHEDULING CONFLICT,
THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED AND IDENTIFY THE FLOAT
AREA THEY PLAN TO WORK IN. CONTRACTOR MUST RECEIVE APPROVAL FROM COR PRIOR TO WORKING IN FLOAT AREAS.
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MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FIRST FLOOR PLUMBING

PLAN - ENERGY CENTER ADDITION

1-ECA
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FIRST FLOOR PLUMBING PLAN - ENERGY
CENTER

1N

 1" = 100'-0"

KEY PLAN - ENERGY CENTER 1

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.
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DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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PARTIAL FIRST FLOOR PLUMBING PLAN - LAB
WAREHOUSE

1N
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KEY PLAN - LAB WAREHOUSE 1

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

CODED NOTES



B B F B B FB B F B B F

BB
F

FF

BB
F

FF

BB
F

FF

BB
F

FF

BB
F

FF

BB
F

FF

B B FB B FB B F

BB
F

BBFFF

FF

BBF
BBF

BBF

BB
F

FF
BBF

BBF
BBF

BBF

BB
F

BB
F

BBF
BBF

FF

FF
BB
F

FF
BB
F

FF
BB
F

FF
BB
F

BB
F

FF
BB
FFF

BB
F

FF

BB
F

FF

BB
F

B B F

BB
F

BBF

BB
F

BB
F

B B F

FF

BB
F

FF

BB
F

FF

BB
F

T S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^C T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^CT S ^B U T̂ 2 ^K D̂ H N^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^CTS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

TS^BUT̂2^KD̂HN^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T S ^B U T̂ 2 ^K D̂ H N^C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T
S
^
B
U
T̂
2
^
K
D̂
H
N
^
C

T S ^B U T̂ 2 ^K D̂ H N^C

T S ^B U T̂ 2 ^K D̂ H N^C

ZODY-20

ZODY-20

ZODY-20

ZODY-20

Z
ODY-20

Z
OD

Y-20
Z

ODY
-20

Z
ODY-20

ZODY-20 ZODY-20

ZODY-20

ZODY-20

ZODY-20

ZODY-20

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

S
ZT-20- 401M

A1

S
ZT-

20-40
1M

A1
S

ZT-20
-40

1M
A1

S
ZT-20-401MA1

SZT-20-401MA1 SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

SZT-20-401MA1

43

Office

1E482

Work Area

1E484

Cubicle

1E484B

Cubicle

1E484A

Cubicle

1E480F

Cubicle

1E480E

Cubicle

1E480C

Cubicle

1E480B

Consult

1E480A

Comm/Data

1E491

Files

1E481

Corridor

1E480

Corridor

1E400H

Vestibule

1E400A

Conference Room

1E446

Office

1E448

Office

1E450

Office

1E452

Office

1E454

Office

1E456

Endocrine +  Rheumatology Fellows

1E458

Corridor

1E400C

Corridor

1E431

Office

1E430

Office

1E432

Office

1E433

Office

1E457

Office

1E434

Office

1E455

Office

1E435

Office

1E453

Office

1E451

Office

1E437

Office

1E449

Office

1E439

Corridor

1E400E

Corridor

1E400B

Office

1E445

Office

1E444

Infectious Disease Fellows

1E443

Office

1E442

Office/Conference

1E440

Office

1E438

Office

1E436

Office

1E419

Office

1E420

Office

1E421

Office

1E422

Reception

1E418

Conference Room

1E417

Office

1E416

KIT.

1E415A

Files

1E415

Elec.

1E424

Office

1E413

Office

1E412

Office

1E411
Electrical Closet

1E401

Cubicle

1E423L

Cubicle

1E423M

Cubicle

1E423N

Cubicle

1E423O

Office Area

1E423

Cubicle

1E423A

Cubicle

1E423C

Cubicle

1E423D

Cubicle

1E423F

Cubicle

1E423G

Cubicle

1E423H

Cubicle

1E423I

Cubicle

1E423K

Sanitary Section Supply Room

D133

Chief

D133C

Office

D133D

Asst. Chief

D133B

Admin Office

D132

Admin Office

D132A

Women's Restroom

D131

Men's Restroom

D130

Corridor

1E400F

Loan

1F433

Public Access Computers

1F432

Stacks

1F431

High Density Stacks

1F430

Basic Reference

1F421

Copy

1F422

Micro Film

1F424

Supplies

1F423

High Density Stacks

1F425

Library Seating

1F440

Library Seating

1F426

Cubicle

1E480D

Cubicle

1E423J

Cubicle

1E423B

Cubicle

1E423E

1

2

1

X-1/2"HW UP

3/4"ø HWR

X - 1/2"ø HW

X - 3/4"ø CW
X - 3/4"ø HW
X - 3/4"ø HWR

P-528

P-528

P-410

P-410

P-410

P-410

P-110

P-110P-201

P-604

3/4"ø HWR

X - 1/2"ø HW
X - 1/2"ø CW

X - 1/2"ø HWR

2 2

2

Office

K107A

X - 1/2"ø CW
X - 1/2"ø HW

Z5 Z6 Z7 Z8 Z10 Z12

Y5 Y6 Y7 Y8 Y10 Y12

W5 W6 W7 W8 W10 W12

V5 V6 V7 V8 V12

T5 T6 T7 T8 T12

V9

T9

R5R2R1

B1F1

F2

F3

F4

F5

F7

C1

C2

C3

A2

D5

E5

2

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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KEY PLAN - MAIN BUILDING 1 (1/9)

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.
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